
timestamp Gateway [0]Gateway [0]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]

Europe/London (+01:00)VRM Log time offsetESS Scheduled ChargingPhase rotationInput voltage phase 1Input current phase 1Input frequency 1Input power 1Output voltage phase 1Output current phase 1Output frequencyOutput power 1Voltage Current Battery temperatureActive inputActive input current limitVE.Bus state of chargeVE.Bus stateVE.Bus ErrorTemperatureLow battery

s V A Hz W V A Hz W V A C A %

2022-04-23 09:32:220 Not active Ok 238,2 0 50,1 0 229,3 8,7 50 1737 55,82 -33,7 20 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:33:220 Not active Ok 238,2 0 50,1 0 231,2 8,6 50 1745 56,66 -33,7 20 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:34:4034 Not active

2022-04-23 09:34:4331 Not active

2022-04-23 09:34:4727 Not active No error Ok Ok

2022-04-23 09:34:5024 Not active 30 No error Ok Ok

2022-04-23 09:35:086 Not active 30 No error Ok Ok

2022-04-23 09:35:095 Not active Ok 30 No error Ok Ok

2022-04-23 09:35:104 Not active Ok 238,2 0 50,1 0 230,3 7,5 50 1724 56,64 -27,9 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:35:113 Not active Ok 238,2 0 50,1 0 230,3 7,5 50 1724 56,64 -27,9 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:35:131 Not active Ok 238,2 0 50,1 0 230,3 7,5 50 1724 56,64 -27,9 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:35:143 Not active Ok 238,2 0 50,1 0 230,3 7,5 50 1724 56,64 -28,1 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:35:401 Not active Ok 237,3 0 50,1 0 229,3 7,5 50,1 1479 56,62 -28,3 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:36:5335 Not active

2022-04-23 09:36:5631 Not active

2022-04-23 09:37:0126 Not active No error Ok Ok

2022-04-23 09:37:0424 Not active 30 No error Ok Ok

2022-04-23 09:37:226 Not active 30 No error Ok Ok

2022-04-23 09:37:235 Not active Ok 30 Inverting No error Ok Ok

2022-04-23 09:37:244 Not active Ok 235,3 0 50,1 0 229,3 7,6 50 1740 56,6 -28,5 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:37:253 Not active Ok 235,3 0 50,1 0 229,3 7,6 50 1740 56,6 -28,5 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:37:271 Not active Ok 235,3 0 50,1 0 229,3 7,6 50 1740 56,6 -28,5 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:37:280 Not active Ok 235,3 0 50,1 0 229,3 7,6 50 1740 56,6 -28,1 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:37:540 Not active Ok 237,3 0 50,1 0 231,2 7,7 50 1475 56,6 -28 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:39:094 Not active

2022-04-23 09:39:112 Not active

2022-04-23 09:39:172 Not active No error Ok Ok

2022-04-23 09:39:202 Not active 30 No error Ok Ok

2022-04-23 09:39:3713 Not active 30 No error Ok Ok

2022-04-23 09:39:3812 Not active Ok 30 Inverting No error Ok Ok

2022-04-23 09:39:3911 Not active Ok 237,3 0 50,1 0 230,3 7,9 50,1 1814 56,66 -29,3 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:39:428 Not active Ok 237,3 0 50,1 0 230,3 7,9 50,1 1814 56,66 -29,3 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:39:437 Not active Ok 237,3 0 50,1 0 230,3 7,9 50,1 1814 56,66 -28,9 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:39:481 Not active 30 No error Ok Ok

2022-04-23 09:40:091 Not active Ok 237,3 0 50,1 0 230,3 7,7 50,1 1485 56,7 -28,1 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:41:233 Not active

2022-04-23 09:41:261 Not active

2022-04-23 09:41:301 Not active No error Ok Ok

2022-04-23 09:41:332 Not active 30 No error Ok Ok

2022-04-23 09:41:514 Not active Ok 30 Inverting No error Ok Ok

2022-04-23 09:41:523 Not active Ok 238,2 0 50,1 0 231,2 8,7 50,1 2021 56,64 -33,2 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:41:532 Not active Ok 238,2 0 50,1 0 231,2 8,7 50,1 2021 56,64 -33,2 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:41:552 Not active Ok 238,2 0 50,1 0 231,2 8,7 50,1 2021 56,64 -33,2 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:41:563 Not active Ok 238,2 0 50,1 0 231,2 8,7 50,1 2021 56,64 -33,5 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:41:573 Not active Ok 238,2 0 50,1 0 231,2 8,7 50,1 2021 56,64 -33,5 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:42:231 Not active Ok 238,2 0 50,1 0 231,2 8,7 50,1 1757 56,66 -33,5 21 Disconnected 30 95 Inverting No error Ok Ok

2022-04-23 09:43:383 Not active

2022-04-23 09:43:392 Not active

2022-04-23 09:43:460 Not active No error Ok Ok

2022-04-23 09:43:482 Not active 30 No error Ok Ok

2022-04-23 09:44:0610 Not active 30 No error Ok Ok

2022-04-23 09:44:079 Not active Ok 239,2 0 50,1 0 229,3 8,3 50 1893 56,62 -31,1 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:44:088 Not active Ok 239,2 0 50,1 0 229,3 8,3 50 1893 56,62 -31,1 Disconnected 30 Inverting No error Ok Ok



2022-04-23 09:44:106 Not active Ok 239,2 0 50,1 0 229,3 8,3 50 1893 56,62 -31,1 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:44:115 Not active Ok 239,2 0 50,1 0 229,3 8,3 50 1893 56,62 -31,1 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:44:150 Not active 30 No error Ok Ok

2022-04-23 09:44:380 Not active Ok 239,2 0 50,1 0 230,3 8,2 50 1627 56,62 -31 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:45:533 Not active

2022-04-23 09:45:592 Not active No error Ok Ok

2022-04-23 09:46:032 Not active 30 No error Ok Ok

2022-04-23 09:46:201 Not active Ok 30 Inverting No error Ok Ok

2022-04-23 09:46:210 Not active Ok 238,2 0 50,1 0 231,2 7 50 1620 56,66 -25,2 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:46:221 Not active Ok 238,2 0 50,1 0 231,2 7 50 1620 56,66 -25,2 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:46:242 Not active Ok 238,2 0 50,1 0 231,2 7 50 1620 56,66 -25,2 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:46:251 Not active Ok 238,2 0 50,1 0 231,2 7 50 1620 56,66 -26,4 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:46:531 Not active Ok 238,2 0 50,1 0 230,3 7,1 50,1 1383 56,66 -25,9 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:48:0733 Not active

2022-04-23 09:48:1426 Not active No error Ok Ok

2022-04-23 09:48:1723 Not active 30 No error Ok Ok

2022-04-23 09:48:355 Not active Ok 30 Inverting No error Ok Ok

2022-04-23 09:48:364 Not active Ok 238,2 0 50,1 0 230,3 7,1 50 1637 56,66 -26,1 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:48:391 Not active Ok 238,2 0 50,1 0 230,3 7,1 50 1637 56,66 -26,1 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:48:401 Not active Ok 238,2 0 50,1 0 230,3 7,1 50 1637 56,66 -26 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:49:070 Not active Ok 238,2 0 50,1 0 230,3 7,1 50,1 1361 56,74 -25,4 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:50:1833 Not active

2022-04-23 09:50:2130 Not active

2022-04-23 09:50:2625 Not active No error Ok Ok

2022-04-23 09:50:2823 Not active 30 No error Ok Ok

2022-04-23 09:50:475 Not active 30 No error Ok Ok

2022-04-23 09:50:484 Not active Ok 30 Inverting No error Ok Ok

2022-04-23 09:50:493 Not active Ok 238,2 0 50,1 0 230,3 7,1 50 1637 56,26 -26 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:50:511 Not active Ok 238,2 0 50,1 0 230,3 7,1 50 1637 56,26 -26 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:50:522 Not active Ok 238,2 0 50,1 0 230,3 7,1 50 1637 56,44 -26,1 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:51:180 Not active Ok 238,2 0 50,1 0 230,3 7 50 1377 56,68 -25,6 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:52:180 Not active Ok 239,2 0 50,1 0 230,3 7,1 50 1361 56,62 -26,1 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:52:4224 Not active

2022-04-23 09:52:4521 Not active

2022-04-23 09:52:5016 Not active No error Ok Ok

2022-04-23 09:52:5214 Not active 30 No error Ok Ok

2022-04-23 09:53:111 Not active 30 No error Ok Ok

2022-04-23 09:53:122 Not active Ok 238,2 0 50,1 0 230,3 7,3 50 1680 56,64 -27 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:53:131 Not active Ok 238,2 0 50,1 0 230,3 7,3 50 1680 56,64 -27 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:53:152 Not active Ok 238,2 0 50,1 0 230,3 7,3 50 1680 56,64 -27 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:53:161 Not active Ok 238,2 0 50,1 0 230,3 7,3 50 1680 56,66 -26,3 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:53:421 Not active Ok 238,2 0 50,1 0 230,3 8,4 50 1680 56,64 -32,2 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:54:563 Not active

2022-04-23 09:55:012 Not active No error Ok Ok

2022-04-23 09:55:052 Not active 30 No error Ok Ok

2022-04-23 09:55:221 Not active 30 No error Ok Ok

2022-04-23 09:55:230 Not active Ok 30 Inverting No error Ok Ok

2022-04-23 09:55:241 Not active Ok 238,2 0 50,1 0 230,3 8,6 50 1968 56,7 -32,9 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:55:271 Not active Ok 238,2 0 50,1 0 230,3 8,6 50 1968 56,7 -32,9 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:55:280 Not active Ok 238,2 0 50,1 0 230,3 8,6 50 1968 56,7 -32,7 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:55:551 Not active Ok 239,2 0 50,1 0 230,3 8,3 50 1647 56,68 -31,8 21 Disconnected 30 94 Inverting No error Ok Ok

2022-04-23 09:57:053 Not active

2022-04-23 09:57:062 Not active

2022-04-23 09:57:111 Not active No error Ok Ok

2022-04-23 09:57:152 Not active 30 No error Ok Ok

2022-04-23 09:57:312 Not active 30 No error Ok Ok



2022-04-23 09:57:321 Not active Ok 30 Inverting No error Ok Ok

2022-04-23 09:57:330 Not active Ok 236,3 0 50,1 0 230,3 8,3 50 1901 56,66 -31,4 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:57:341 Not active Ok 236,3 0 50,1 0 230,3 8,3 50 1901 56,66 -31,4 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:57:362 Not active Ok 236,3 0 50,1 0 230,3 8,3 50 1901 56,66 -31,4 21 Disconnected 30 93 Inverting No error Ok Ok

2022-04-23 09:57:371 Not active Ok 236,3 0 50,1 0 230,3 8,3 50 1901 56,74 -31 21 Disconnected 30 93 Inverting No error Ok Ok

2022-04-23 09:57:381 Not active Ok 236,3 0 50,1 0 230,3 8,3 50 1901 56,74 -31 21 Disconnected 30 93 Inverting No error Ok Ok

2022-04-23 09:58:051 Not active Ok 234,3 0 50,1 0 230,3 8,3 50 1642 56,66 -31,7 21 Disconnected 30 93 Inverting No error Ok Ok

2022-04-23 09:59:051 Not active Ok 235,3 0 50,1 0 230,3 7,1 50 1371 56,62 -26,2 21 Disconnected 30 93 Inverting No error Ok Ok

2022-04-23 09:59:2714 Not active

2022-04-23 09:59:3011 Not active

2022-04-23 09:59:356 Not active No error Ok Ok

2022-04-23 09:59:383 Not active 30 No error Ok Ok

2022-04-23 09:59:562 Not active 30 No error Ok Ok

2022-04-23 09:59:582 Not active Ok 235,3 0 50,1 0 230,3 7,1 50,1 1637 56,62 -25,9 Disconnected 30 Inverting No error Ok Ok

2022-04-23 09:59:591 Not active Ok 235,3 0 50,1 0 230,3 7,1 50,1 1637 56,62 -25,9 Disconnected 30 Inverting No error Ok Ok

2022-04-23 10:00:011 Not active Ok 235,3 0 50,1 0 230,3 7,1 50,1 1637 56,62 -25,9 21 Disconnected 30 93 Inverting No error Ok Ok

2022-04-23 10:00:021 Not active Ok 235,3 0 50,1 0 230,3 7,1 50,1 1637 56,62 -26,4 21 Disconnected 30 93 Inverting No error Ok Ok

2022-04-23 10:00:281 Not active Ok 236,3 0 50,1 0 230,3 7,2 50 1370 56,62 -26 21 Disconnected 30 93 Inverting No error Ok Ok

2022-04-23 10:01:4124 Not active

2022-04-23 10:01:4421 Not active

2022-04-23 10:01:4817 Not active No error Ok Ok

2022-04-23 10:01:5015 Not active 30 No error Ok Ok



VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]VE.Bus System [275]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]

Overload Temperatur sensor alarmVoltage sensor alarmHigh DC RippleTemperature L1Low battery L1Overload L1High DC Ripple L1Temperature L2Low battery L2Overload L2High DC Ripple L2Temperature L3Low battery L3Overload L3High DC Ripple L3Charge stateVoltage Current Battery wattsLoad state Charger on/off

V A W

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,05 71,4 4002 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 52,4 2977 On On

56,79 40,5 2300 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,79 40,5 2300 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,8 40,9 2323 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 39,1 2221 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 39,1 2221 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 39,2 2227 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 39,3 2233 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 39,3 2233 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 39,2 2227 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,82 37,2 2114 On On

56,79 34,3 1948 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,75 32,2 1827 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,7 31,2 1769 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 34,4 1954 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 34,5 1960 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 34,4 1954 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 34,4 1954 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 34,2 1943 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 34,3 1949 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,8 33,7 1914 On On

56,79 32,6 1851 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,78 32,7 1857 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,78 32,7 1857 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,76 33,1 1879 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,76 33 1873 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,76 33,2 1884 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,77 33,2 1885 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,77 33,3 1890 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,76 33,1 1879 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,8 32,9 1869 On On

56,81 37,8 2147 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,8 36,8 2090 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 37,9 2153 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,8 38 2158 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 37,7 2142 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 37,7 2142 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,78 35,8 2033 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,79 36,2 2056 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,79 36,2 2056 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 36,5 2074 On On

56,8 33,7 1914 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 33,8 1920 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 33,8 1920 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 34 1932 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,82 34,3 1949 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,82 34,3 1949 On On



Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,82 34,1 1938 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,82 34,2 1943 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 34 1932 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,82 33,6 1909 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

56,48 27,9 1576 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,41 28,2 1591 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,42 27,8 1568 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,33 30,1 1696 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,37 32 1804 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,38 32,3 1821 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,48 35,6 2011 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,51 35,4 2000 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,89 30,2 1718 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 28,3 1608 On On

56,79 28,2 1601 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,78 28,5 1618 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,78 28,7 1630 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 30,6 1738 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 29,2 1659 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,8 28,9 1642 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,78 28,6 1624 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,79 29,7 1687 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,79 34,6 1965 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk

56,18 33,2 1865 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,19 33,6 1888 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,2 33,7 1894 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,59 46,3 2620 On On



Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,69 48,7 2761 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,69 48,7 2761 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 52 2954 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,99 56,5 3220 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 57,08 55,3 3157 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 57,08 55,3 3157 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,84 33,9 1927 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,81 28,6 1625 On On

56,81 28,2 1602 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 28,3 1608 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 28,3 1608 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,81 27,8 1579 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,8 27,7 1573 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,8 27,7 1573 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,8 28 1590 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,8 28,1 1596 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Bulk 56,79 28,4 1613 On On

56,74 26,5 1504 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,76 29,1 1652 On On

Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok Ok 56,77 29,3 1663 On On



Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]Solar Charger [273]System overview [0]System overview [0]System overview [0]System overview [0]System overview [0]System overview [0]System overview [0]System overview [0]System overview [0]System overview [0]System overview [0]

Charge statePV voltage PV power MPPT StateRelay on the chargerYield today Maximum charge power todayYield yesterdayMaximum charge power yesterdayError code User yield AC-Input PV - DC-coupledAC Consumption L1Grid L1 Voltage Battery State of ChargeDVCC Multiple batteries alarmGX Error #48 DVCC with incompatible firmware#1 Low SOC; discharge disabled#2 BatteryLife is active#3 Charge disabled by BMS

V kWh W kWh W kWh W W W V %

Bulk 123,45 4082 MPPT activeOpen 2,29 4262 13,43 6141 No error 297,64 Inverting 4002 1737 55,82 95 No alarm No alarm Off Off Off

Absorption 136,16 3038 Voltage or current limitedOpen 2,35 4262 13,43 6141 No error 297,7 Inverting 2977 1745 56,66 95 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 139,71 2349 Voltage or current limitedOpen 2,41 4262 13,43 6141 No error 297,76 No alarm No alarm Off Off Off

Absorption 139,52 2352 Voltage or current limitedOpen 2,41 4262 13,43 6141 No error 297,76 2300 56,79 No alarm No alarm Off Off Off

Absorption 139,47 2368 Voltage or current limitedOpen 2,41 4262 13,43 6141 No error 297,76 2323 56,8 No alarm No alarm Off Off Off

Absorption 139,72 2270 Voltage or current limitedOpen 2,42 4262 13,43 6141 No error 297,77 2221 56,81 No alarm No alarm Off Off Off

Absorption 139,72 2270 Voltage or current limitedOpen 2,43 4262 13,43 6141 No error 297,78 2221 No alarm No alarm Off Off Off

Absorption 139,86 2273 Voltage or current limitedOpen 2,43 4262 13,43 6141 No error 297,78 2227 No alarm No alarm Off Off Off

Absorption 139,82 2278 Voltage or current limitedOpen 2,43 4262 13,43 6141 No error 297,78 Inverting 2233 1724 56,64 No alarm No alarm Off Off Off

Absorption 139,81 2277 Voltage or current limitedOpen 2,43 4262 13,43 6141 No error 297,78 Inverting 2233 1724 56,64 95 No alarm No alarm Off Off Off

Absorption 139,75 2275 Voltage or current limitedOpen 2,43 4262 13,43 6141 No error 297,78 Inverting 2227 1724 56,64 95 No alarm No alarm Off Off Off

Absorption 139,92 2156 Voltage or current limitedOpen 2,44 4262 13,43 6141 No error 297,79 Inverting 2114 1479 56,62 95 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 138,57 1992 Voltage or current limitedOpen 2,49 4262 13,43 6141 No error 297,84 No alarm No alarm Off Off Off

Absorption 133,24 1868 Voltage or current limitedOpen 2,49 4262 13,43 6141 No error 297,84 1827 56,75 No alarm No alarm Off Off Off

Absorption 128,63 1810 Voltage or current limitedOpen 2,49 4262 13,43 6141 No error 297,84 1769 56,7 No alarm No alarm Off Off Off

Absorption 140 1997 Voltage or current limitedOpen 2,5 4262 13,43 6141 No error 297,85 1954 56,81 No alarm No alarm Off Off Off

Absorption 140 1998 Voltage or current limitedOpen 2,5 4262 13,43 6141 No error 297,85 1960 No alarm No alarm Off Off Off

Absorption 140 1999 Voltage or current limitedOpen 2,5 4262 13,43 6141 No error 297,85 1954 No alarm No alarm Off Off Off

Absorption 140 1997 Voltage or current limitedOpen 2,5 4262 13,43 6141 No error 297,85 Inverting 1954 1740 56,6 No alarm No alarm Off Off Off

Absorption 140,04 1992 Voltage or current limitedOpen 2,51 4262 13,43 6141 No error 297,86 Inverting 1949 1740 56,6 95 No alarm No alarm Off Off Off

Absorption 140,09 1983 Voltage or current limitedOpen 2,51 4262 13,43 6141 No error 297,86 Inverting 1943 1740 56,6 95 No alarm No alarm Off Off Off

Absorption 140,06 1957 Voltage or current limitedOpen 2,52 4262 13,43 6141 No error 297,87 Inverting 1914 1475 56,6 95 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 140,14 1893 Voltage or current limitedOpen 2,56 4262 13,43 6141 No error 297,91 No alarm No alarm Off Off Off

Absorption 139,92 1896 Voltage or current limitedOpen 2,56 4262 13,43 6141 No error 297,91 1862 56,78 No alarm No alarm Off Off Off

Absorption 139,92 1898 Voltage or current limitedOpen 2,56 4262 13,43 6141 No error 297,91 1857 56,78 No alarm No alarm Off Off Off

Absorption 138,62 1917 Voltage or current limitedOpen 2,57 4262 13,43 6141 No error 297,92 1879 No alarm No alarm Off Off Off

Absorption 138,6 1915 Voltage or current limitedOpen 2,57 4262 13,43 6141 No error 297,92 1879 No alarm No alarm Off Off Off

Absorption 138,45 1926 Voltage or current limitedOpen 2,57 4262 13,43 6141 No error 297,92 Inverting 1884 1814 56,66 No alarm No alarm Off Off Off

Absorption 138,25 1927 Voltage or current limitedOpen 2,58 4262 13,43 6141 No error 297,93 Inverting 1890 1814 56,66 95 No alarm No alarm Off Off Off

Absorption 138,31 1928 Voltage or current limitedOpen 2,58 4262 13,43 6141 No error 297,93 Inverting 1885 1814 56,66 95 No alarm No alarm Off Off Off

Absorption 138,62 1917 Voltage or current limitedOpen 2,57 4262 13,43 6141 No error 297,92 1885 56,77 No alarm No alarm Off Off Off

Absorption 131,94 1908 Voltage or current limitedOpen 2,59 4262 13,43 6141 No error 297,94 Inverting 1869 1485 56,7 95 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 137,89 2191 Voltage or current limitedOpen 2,63 4262 13,43 6141 No error 297,98 No alarm No alarm Off Off Off

Absorption 138,22 2131 Voltage or current limitedOpen 2,63 4262 13,43 6141 No error 297,98 2147 56,81 No alarm No alarm Off Off Off

Absorption 137,51 2199 Voltage or current limitedOpen 2,64 4262 13,43 6141 No error 297,99 2101 56,79 No alarm No alarm Off Off Off

Absorption 139,04 2211 Voltage or current limitedOpen 2,65 4262 13,43 6141 No error 298 2061 56,79 No alarm No alarm Off Off Off

Absorption 138,83 2186 Voltage or current limitedOpen 2,65 4262 13,43 6141 No error 298 2158 No alarm No alarm Off Off Off

Absorption 138,83 2186 Voltage or current limitedOpen 2,65 4262 13,43 6141 No error 298 Inverting 2142 2021 56,64 No alarm No alarm Off Off Off

Absorption 139,43 2077 Voltage or current limitedOpen 2,65 4262 13,43 6141 No error 298 Inverting 2022 2021 56,64 95 No alarm No alarm Off Off Off

Absorption 139,43 2101 Voltage or current limitedOpen 2,65 4262 13,43 6141 No error 298 Inverting 2033 2021 56,64 95 No alarm No alarm Off Off Off

Absorption 139,43 2101 Voltage or current limitedOpen 2,65 4262 13,43 6141 No error 298 Inverting 2033 2021 56,64 95 No alarm No alarm Off Off Off

Absorption 139,39 2116 Voltage or current limitedOpen 2,67 4262 13,43 6141 No error 298,02 Inverting 2074 1757 56,66 95 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 139,71 1957 Voltage or current limitedOpen 2,71 4262 13,43 6141 No error 298,06 No alarm No alarm Off Off Off

Absorption 139,68 1962 Voltage or current limitedOpen 2,71 4262 13,43 6141 No error 298,06 1920 56,81 No alarm No alarm Off Off Off

Absorption 139,7 1962 Voltage or current limitedOpen 2,71 4262 13,43 6141 No error 298,06 1920 56,81 No alarm No alarm Off Off Off

Absorption 139,55 1970 Voltage or current limitedOpen 2,72 4262 13,43 6141 No error 298,07 1932 No alarm No alarm Off Off Off

Absorption 139,5 1986 Voltage or current limitedOpen 2,72 4262 13,43 6141 No error 298,07 1943 No alarm No alarm Off Off Off

Absorption 139,5 1986 Voltage or current limitedOpen 2,72 4262 13,43 6141 No error 298,07 Inverting 1949 1893 56,62 No alarm No alarm Off Off Off



Absorption 139,54 1986 Voltage or current limitedOpen 2,72 4262 13,43 6141 No error 298,07 Inverting 1943 1893 56,62 94,5 No alarm No alarm Off Off Off

Absorption 139,53 1986 Voltage or current limitedOpen 2,72 4262 13,43 6141 No error 298,07 Inverting 1938 1893 56,62 94,5 No alarm No alarm Off Off Off

Absorption 139,55 1970 Voltage or current limitedOpen 2,72 4262 13,43 6141 No error 298,07 1938 56,82 No alarm No alarm Off Off Off

Absorption 139,72 1949 Voltage or current limitedOpen 2,74 4262 13,43 6141 No error 298,09 Inverting 1909 1627 56,62 94,5 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Inverting 1620 56,66 No alarm No alarm Off Off Off

Inverting 1620 56,66 94,5 No alarm No alarm Off Off Off

Inverting 1620 56,66 94,5 No alarm No alarm Off Off Off

Inverting 1383 56,66 94,5 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Inverting 1637 56,66 No alarm No alarm Off Off Off

Inverting 1637 56,66 94 No alarm No alarm Off Off Off

Inverting 1637 56,66 94 No alarm No alarm Off Off Off

Inverting 1378 56,74 94 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 120,65 1610 MPPT activeOpen 2,9 4262 13,43 6141 No error 298,25 No alarm No alarm Off Off Off

Absorption 120,74 1627 MPPT activeOpen 2,9 4262 13,43 6141 No error 298,25 1585 56,41 No alarm No alarm Off Off Off

Absorption 120,74 1595 MPPT activeOpen 2,9 4262 13,43 6141 No error 298,25 1568 56,42 No alarm No alarm Off Off Off

Absorption 119,38 1729 MPPT activeOpen 2,91 4262 13,43 6141 No error 298,26 1696 56,33 No alarm No alarm Off Off Off

Absorption 121,79 1840 MPPT activeOpen 2,91 4262 13,43 6141 No error 298,26 1804 56,33 No alarm No alarm Off Off Off

Absorption 122,22 1866 MPPT activeOpen 2,91 4262 13,43 6141 No error 298,26 Inverting 1821 1637 56,26 No alarm No alarm Off Off Off

Absorption 122,22 2052 MPPT activeOpen 2,91 4262 13,43 6141 No error 298,26 Inverting 2011 1637 56,26 94 No alarm No alarm Off Off Off

Absorption 122,22 2042 MPPT activeOpen 2,91 4262 13,43 6141 No error 298,26 Inverting 2000 1637 56,26 94 No alarm No alarm Off Off Off

Absorption 134,74 1752 Voltage or current limitedOpen 2,92 4262 13,43 6141 No error 298,27 Inverting 1718 1377 56,68 94 No alarm No alarm Off Off Off

Absorption 140,9 1642 Voltage or current limitedOpen 2,95 4262 13,43 6141 No error 298,3 Inverting 1608 1361 56,62 94 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 140,71 1636 Voltage or current limitedOpen 2,96 4262 13,43 6141 No error 298,31 No alarm No alarm Off Off Off

Absorption 140,22 1629 Voltage or current limitedOpen 2,97 4262 13,43 6141 No error 298,32 1618 56,78 No alarm No alarm Off Off Off

Absorption 139,48 1658 Voltage or current limitedOpen 2,97 4262 13,43 6141 No error 298,32 1630 56,78 No alarm No alarm Off Off Off

Absorption 136,67 1778 Voltage or current limitedOpen 2,98 4262 13,43 6141 No error 298,33 1738 56,8 No alarm No alarm Off Off Off

Absorption 136,77 1768 Voltage or current limitedOpen 2,98 4262 13,43 6141 No error 298,33 1659 No alarm No alarm Off Off Off

Absorption 137,79 1690 Voltage or current limitedOpen 2,98 4262 13,43 6141 No error 298,33 Inverting 1642 1680 56,64 No alarm No alarm Off Off Off

Absorption 139,79 1670 Voltage or current limitedOpen 2,98 4262 13,43 6141 No error 298,33 Inverting 1624 1680 56,64 93,5 No alarm No alarm Off Off Off

Absorption 140,24 1668 Voltage or current limitedOpen 2,98 4262 13,43 6141 No error 298,33 Inverting 1687 1680 56,64 93,5 No alarm No alarm Off Off Off

Absorption 139,01 2006 Voltage or current limitedOpen 2,99 4262 13,43 6141 No error 298,34 Inverting 1971 1680 56,64 93,5 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Inverting 1968 56,7 No alarm No alarm Off Off Off

Inverting 1968 56,7 93,5 No alarm No alarm Off Off Off

Inverting 1968 56,7 93,5 No alarm No alarm Off Off Off

Inverting 1647 56,68 93,5 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 117,7 1900 MPPT activeOpen 3,1 4262 13,43 6141 No error 298,45 No alarm No alarm Off Off Off

Absorption 117,63 1928 MPPT activeOpen 3,1 4262 13,43 6141 No error 298,45 1888 56,19 No alarm No alarm Off Off Off

Absorption 117,5 1931 MPPT activeOpen 3,1 4262 13,43 6141 No error 298,45 1888 56,19 No alarm No alarm Off Off Off

Absorption 118,03 2676 Voltage or current limitedOpen 3,11 4262 13,43 6141 No error 298,46 2481 56,51 No alarm No alarm Off Off Off



Absorption 118,03 2818 Voltage or current limitedOpen 3,11 4262 13,43 6141 No error 298,46 2620 No alarm No alarm Off Off Off

Absorption 118,03 2818 Voltage or current limitedOpen 3,11 4262 13,43 6141 No error 298,46 2761 No alarm No alarm Off Off Off

Absorption 118,03 3017 Voltage or current limitedOpen 3,11 4262 13,43 6141 No error 298,46 Inverting 2954 1901 56,66 No alarm No alarm Off Off Off

Absorption 119,82 3296 Voltage or current limitedOpen 3,11 4262 13,43 6141 No error 298,46 Inverting 3220 1901 56,66 93 No alarm No alarm Off Off Off

Absorption 125,5 3202 Voltage or current limitedOpen 3,12 4262 13,43 6141 No error 298,47 Inverting 3157 1901 56,66 93 No alarm No alarm Off Off Off

Absorption 125,5 3202 Voltage or current limitedOpen 3,12 4262 13,43 6141 No error 298,47 Inverting 3157 1901 56,66 93 No alarm No alarm Off Off Off

Absorption 135,9 1970 Voltage or current limitedOpen 3,13 4262 13,43 6141 No error 298,48 Inverting 1950 1642 56,66 93 No alarm No alarm Off Off Off

Absorption 139,26 1662 Voltage or current limitedOpen 3,16 4262 13,43 6141 No error 298,51 Inverting 1642 1371 56,62 93 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 130,62 1633 Voltage or current limitedOpen 3,17 4262 13,43 6141 No error 298,52 No alarm No alarm Off Off Off

Absorption 130,68 1644 Voltage or current limitedOpen 3,17 4262 13,43 6141 No error 298,52 1602 56,81 No alarm No alarm Off Off Off

Absorption 130,68 1643 Voltage or current limitedOpen 3,17 4262 13,43 6141 No error 298,52 1608 56,81 No alarm No alarm Off Off Off

Absorption 133,43 1610 Voltage or current limitedOpen 3,18 4262 13,43 6141 No error 298,53 1602 56,82 No alarm No alarm Off Off Off

Absorption 133,84 1604 Voltage or current limitedOpen 3,18 4262 13,43 6141 No error 298,53 1568 No alarm No alarm Off Off Off

Absorption 133,84 1604 Voltage or current limitedOpen 3,18 4262 13,43 6141 No error 298,53 Inverting 1573 1637 56,62 No alarm No alarm Off Off Off

Absorption 132,77 1625 Voltage or current limitedOpen 3,18 4262 13,43 6141 No error 298,53 Inverting 1585 1637 56,62 93 No alarm No alarm Off Off Off

Absorption 132,45 1631 Voltage or current limitedOpen 3,18 4262 13,43 6141 No error 298,53 Inverting 1590 1637 56,62 93 No alarm No alarm Off Off Off

Absorption 129,38 1648 Voltage or current limitedOpen 3,2 4262 13,43 6141 No error 298,55 Inverting 1613 1370 56,62 93 No alarm No alarm Off Off Off

No alarm No alarm Off Off Off

Absorption 133,18 1542 Voltage or current limitedOpen 3,23 4262 13,43 6141 No error 298,58 No alarm No alarm Off Off Off

Absorption 130,81 1690 Voltage or current limitedOpen 3,23 4262 13,43 6141 No error 298,58 1629 56,76 No alarm No alarm Off Off Off

Absorption 128,92 1698 Voltage or current limitedOpen 3,23 4262 13,43 6141 No error 298,58 1663 56,77 No alarm No alarm Off Off Off
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#4 Discharge disabled by BMS#5 Slow charge is active#6 Charge disabled by user setting#7 Discharge disabled by user settingCurrent VE.Bus charge currentBattery PowerVE.Bus charge powerBattery stateGrid alarm

A A W W

Off Off Off Off 37,99 -33,7 2120,836 -1737 charging Grid ok

Off Off Off Off 18,84 -33,7 1067,402 -1745 charging Grid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 40,5 2299,995 Grid ok

Off Off Off Off 40,9 2323,12 Grid ok

Off Off Off Off 39,1 2221,271 Grid ok

Off Off Off Off 2221,271 charging Grid ok

Off Off Off Off 2226,952 charging Grid ok

Off Off Off Off 11,52 -27,9 652,377 -1580 charging Grid ok

Off Off Off Off 11,52 -27,9 652,377 -1580 charging Grid ok

Off Off Off Off 11,42 -27,9 646,6961 -1580 charging Grid ok

Off Off Off Off 9,03 -28,3 511,3581 -1479 charging Grid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 32,2 1827,35 Grid ok

Off Off Off Off 31,2 1769,04 Grid ok

Off Off Off Off 34,4 1954,264 Grid ok

Off Off Off Off 1959,945 charging Grid ok

Off Off Off Off 1954,264 charging Grid ok

Off Off Off Off 6,03 -28,5 341,1642 -1613 charging Grid ok

Off Off Off Off 5,93 -28,5 335,483 -1613 charging Grid ok

Off Off Off Off 5,83 -28,5 329,8021 -1613 charging Grid ok

Off Off Off Off 5,82 -28 329,3601 -1475 charging Grid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 32,8 1862,384 Grid ok

Off Off Off Off 32,7 1856,706 Grid ok

Off Off Off Off 1878,756 charging Grid ok

Off Off Off Off 1878,756 charging Grid ok

Off Off Off Off 3,96 -29,3 224,294 -1660 charging Grid ok

Off Off Off Off 4,06 -29,3 230,303 -1660 charging Grid ok

Off Off Off Off 3,96 -29,3 224,6261 -1660 charging Grid ok

Off Off Off Off 33,2 1884,764 Grid ok

Off Off Off Off 4,86 -28,1 275,45 -1485 charging Grid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 37,8 2147,418 Grid ok

Off Off Off Off 37 2101,23 Grid ok

Off Off Off Off 36,4 2061,114 charging Grid ok

Off Off Off Off 2158,4 charging Grid ok

Off Off Off Off 4,61 -33,2 261,2891 -1880 charging Grid ok

Off Off Off Off 2,49 -33,2 141,2759 -1880 charging Grid ok

Off Off Off Off 2,69 -33,2 152,2759 -1880 charging Grid ok

Off Off Off Off 2,69 -33,2 152,2759 -1880 charging Grid ok

Off Off Off Off 3,1 -33,5 175,4551 -1757 charging Grid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 33,8 1920,178 Grid ok

Off Off Off Off 33,8 1920,178 Grid ok

Off Off Off Off 1931,54 charging Grid ok

Off Off Off Off 1943,244 charging Grid ok

Off Off Off Off 3,32 -31,1 188,044 -1760 charging Grid ok



Off Off Off Off 3,22 -31,1 182,362 -1760 charging Grid ok

Off Off Off Off 3,12 -31,1 176,6799 -1760 charging Grid ok

Off Off Off Off 34,1 1937,562 Grid ok

Off Off Off Off 2,72 -31 153,9319 -1627 charging Grid ok

Off Off Off Off

Off Off Off Off Grid ok

Off Off Off Off Grid ok

Off Off Off Off 0 idle Grid ok

Off Off Off Off 0 idle Grid ok

Off Off Off Off -25,2 -25,2 -1427,83 -1427 dischargingGrid ok

Off Off Off Off -25,2 -25,2 -1427,83 -1427 dischargingGrid ok

Off Off Off Off -25,2 -25,2 -1427,83 -1427 dischargingGrid ok

Off Off Off Off -25,9 -25,9 -1467,49 -1383 dischargingGrid ok

Off Off Off Off

Off Off Off Off Grid ok

Off Off Off Off Grid ok

Off Off Off Off 0 idle Grid ok

Off Off Off Off -26,1 -26,1 -1478,83 -1478 dischargingGrid ok

Off Off Off Off -26,1 -26,1 -1478,83 -1478 dischargingGrid ok

Off Off Off Off -26,1 -26,1 -1478,83 -1478 dischargingGrid ok

Off Off Off Off -25,9 -25,9 -1469,57 -1378 dischargingGrid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 28,1 1585,121 Grid ok

Off Off Off Off 27,8 1568,476 Grid ok

Off Off Off Off 30,1 1695,533 Grid ok

Off Off Off Off 30,1 1803,84 charging Grid ok

Off Off Off Off 6,37 -26 358,314 -1462 charging Grid ok

Off Off Off Off 9,74 -26 547,9279 -1462 charging Grid ok

Off Off Off Off 9,56 -26 537,6941 -1462 charging Grid ok

Off Off Off Off 4,71 -25,6 267,07 -1377 charging Grid ok

Off Off Off Off 2,29 -26,1 129,941 -1361 charging Grid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 28,5 1618,23 Grid ok

Off Off Off Off 28,7 1629,586 Grid ok

Off Off Off Off 29,3 1738,386 charging Grid ok

Off Off Off Off 1658,852 charging Grid ok

Off Off Off Off 1,98 -27 112,24 -1529 charging Grid ok

Off Off Off Off 1,67 -27 94,628 -1529 charging Grid ok

Off Off Off Off 2,78 -27 157,3831 -1529 charging Grid ok

Off Off Off Off 2,59 -32,2 146,8051 -1680 charging Grid ok

Off Off Off Off

Off Off Off Off Grid ok

Off Off Off Off Grid ok

Off Off Off Off 0 idle Grid ok

Off Off Off Off 0 idle Grid ok

Off Off Off Off -32,9 -32,9 -1865,43 -1865 dischargingGrid ok

Off Off Off Off -32,9 -32,9 -1865,43 -1865 dischargingGrid ok

Off Off Off Off -32,9 -32,9 -1865,43 -1865 dischargingGrid ok

Off Off Off Off -31,8 -31,8 -1802,42 -1647 dischargingGrid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 33,6 1887,984 Grid ok

Off Off Off Off 33,6 1887,984 Grid ok

Off Off Off Off 43,9 2480,789 Grid ok



Off Off Off Off 2620,117 charging Grid ok

Off Off Off Off 2760,803 charging Grid ok

Off Off Off Off 20,74 -31,4 1174,996 -1779 charging Grid ok

Off Off Off Off 25,43 -31,4 1440,811 -1779 charging Grid ok

Off Off Off Off 24,31 -31,4 1377,4 -1779 charging Grid ok

Off Off Off Off 24,31 -31,4 1377,4 -1779 charging Grid ok

Off Off Off Off 2,71 -31,7 153,4899 -1642 charging Grid ok

Off Off Off Off 2,8 -26,2 158,365 -1371 charging Grid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 28,2 1602,042 Grid ok

Off Off Off Off 28,3 1607,723 Grid ok

Off Off Off Off 28,2 1602,324 Grid ok

Off Off Off Off 1567,68 charging Grid ok

Off Off Off Off 1,89 -25,9 106,9021 -1466 charging Grid ok

Off Off Off Off 2,09 -25,9 118,262 -1466 charging Grid ok

Off Off Off Off 2,19 -25,9 123,942 -1466 charging Grid ok

Off Off Off Off 2,49 -26 140,716 -1370 charging Grid ok

Off Off Off Off

Off Off Off Off

Off Off Off Off 28,7 1629,012 Grid ok

Off Off Off Off 29,3 1663,361 Grid ok


