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To main grounding busbar

6mm2 cables



WATER PIPE BOND

GAS PIPE BOND

INVERTER/CHARGER AC OUT

INVERTER/CHARGER AC IN
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INVERTER/CHARGER GROUND

MAINS IN
MEN link +
EARTHING POINT


